ORDER NO: 136 DT: 05.12.2013
TRANSMISSION CORPORATION OF ANDHRA PRADESH LIMITED







O/o SUPERINTENDING ENGINEER,








TL&SS CIRCLE ::  KADAPA.

Memo.No.SE/TL & SS/Kdp/ADET/AET /F.40 ./D.No.                 /13, Dt.     -11-13.

         Sub:  APTRANSCO  - TL&SS Circle /Kadapa –  Erection of 1 No. new AC 

                  Distribution Board in the place existing old, obsolete conventional fuse 

                  arrangement system of 13 Nos. 132 KV and 07 No. 33 KV feeder breakers 

                  at 220 KV SS Yerraguntla   – Estimate – Sanctioned – Reg.

        Ref:    Lr.No.DE/TL & SS/YTL/F.   /D.No.1240/13,Dt. 18-11-13.







- - -


Under the powers delegated vide T.O.O.No.CE (Transmission)Ms.No.229, 
Dt.18-9-10 item No. 4(b) enhancement of delegation of powers, the undersigned is pleased to accord sanction to the estimate for Erection of 1 No. new AC Distribution Board in the place existing old, obsolete conventional fuse  arrangement system of 13 Nos. 132 KV and 07 No. 33 KV feeder breakers   at 220 KV SS Yerraguntla
       

  The cost of the estimate works out to Rs.  2,23,941.00 (Rupees   Two lakhs twenty three thousand nine hundred and forty one only)  
      

  The estimate  is technically sanctioned and registered as RMI  No. 55 /13-14  and the work should be taken up subject availability budget provision.

         

   The expenditure is chargeable to A/C.No. 14.500 of 220 KV SS Yerraguntla under TL & SS  Division, Yerraguntala  under RMI scheme for the year 2013-14.
Encl: 1 No. Estimate.



SUPERINTENDING ENGINEER,








  TL & SS CIRCLE :: KADAPA.

To

The Divisional Engineer/Yerrraguntla.

The Asst.Divisional Engineer/M/220KV SSYerraguntla.
# Along with estimate  Encl: One estimate

Copy submitted to the Chief Engineer/Kadapa Zone/Kadapa.

Copy to the Accounts Officer/TL & SS Circle/Kadapa.
REPORT TO ACCOMPANY THE ESTIMATE

NAME OF THE WORK: Erection of 1 No. new AC Distribution Board in the place existing old, obsolete conventional fuse arrangement system of 13 Nos. 132 KV and 07 No. 33 KV feeder breakers  at 220 KV SS Yerraguntla.

GENERAL:   At present 2 No. 220 KV feeders, 3 X 100MVA PTRs, HV and LV side and 1 No. Bus Bar protection panel are being fed from the existing  ACDB, Remaining 13 Nos. 132 KV feeders and 7 Nos. 33 KV feeders are being fed from the existing old obsolete conventional fuse arrangement system.

                      The existing conventional fuse arrangement system is giving inconvenience taking much time in identifing the problems whenever the AC supply fails to the breakers such as failure of working of spring charge motors, cooling fans, 33 KV bay lighting etc.,

                       Hence it is proposed to erect 1 No. new ACDB in place of old, obsolete conventional fuse arrangement system for smooth of operations of equipment in the shortest time period

PROPOSAL IN BRIEF:    1.  Erection of 1 No. ACDB
COST OF THE ESTIMATE:  The cost of the estimate works out to Rs.  2,23,941.00 (Rupees   Two lakhs twenty three thousand nine hundred and forty one only)  The estimate is prepared based on the ERP rates and local market rates.

        The expenditure is to be chargeable to the account of 14.500 of 220 KV SS Yerraguntla under RMI scheme of SE/TL & SS/Kadapa for the year 2013-14.

CONCLUSION:  The estimate is now sanctioned.

ABSRACT ESTIMATE
	Description
	Amount in Rs.

	Material Portion  as per Data-I
	220918.00

	Labour Portion  as per Data-II
	3023.00

	Total 
	223941.00


Rs.  2,23,941.00 (Rupees   Two lakhs twenty three thousand nine hundred and forty                  

         one only)  
                                                                          SUPERINTENDING ENGINEER,








  TL & SS CIRCLE :: KADAPA.

DETAILED ESTIMATE
MATERIAL PORTION – DATA I
	S.

No.
	Description
	Quantity
	Rate
	Amount

	1
	LTAC Panel in ERP value
	1 No.
	175158.19
	175158.19

	2
	LT cable 3 ½ X 95 Sq.mm Aluminium cable
	200 Mts
	221.00
	44200.00

	3
	Copper lugs 95 Sq.mm as per local market rate
	8 Nos.
	70.00
	560.00

	4
	Copper lugs 6 Sq.mm as per local market rate
	100 Nos.
	10.00
	1000.00

	
	Total 
	
	
	220918.19

	
	Or say Rs.
	
	
	220918.00


LABOUR PORTION – DATA II
	S.

No.
	Description
	Quantity
	Rate
	Amount

	1
	Erection of new LTAC Panel
	1 No.
	2122.00
	2122.00

	2
	Loading charges at TLC Stores, Kadapa
	1 No.
	284.40
	284.40

	3
	Unloading charges at 220 KV SS Yerraguntla
	1 No.
	284.40
	284.40

	4
	Sub-Total 
	
	
	2690.80

	5
	Service Tax @ 12.36% on Sub-Total
	
	
	332.58

	
	TOTAL  Rs.
	
	
	3023.38

	
	Or say Rs.
	
	
	3023.00


                                                                         SUPERINTENDING ENGINEER,








  TL & SS CIRCLE :: KADAPA.

